
Olher
viotation not listed:89, $$ t
Status: FAIL
Notes: Replace missing ceiling tile

tth/zt-

Maintain fire alarm system in operable condition? 907

is the system maintained and kept in working order?

Status: FAIL
Notes: An operable fire alarm syslem must be in place and in working order'
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